
0 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19

0 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19

0

1

2

3

4

5

6

7

8

9

0

1

2

3

4

5

6

7

8

9

REV. DESCRIPTION DATE TITLE

TOTAL PAGES
DRAWINGS NTS

FILE NO. SHEET

DATE OCT 09

1839 FOUR SEASONS MCC1-PANEL.001

1839 FOUR SEASONS MCC1-PANEL.001

1

DRAWING NO.

REV.

A

FOUR SEASONS HOTEL
A FOR APPROVAL 30/10/09

PROJECT

MCC1

CHECKED By 6

1

2

3

4

5

6

7

8

9

10

11

12

13

3

1

2

1

2

1

2

1

2

1

2

1

2

3

1

2

3

1

2

3

1

2

3

1

2

3

1

2

3

1

2

3

1

2

COVER PLATE

3

1

2

4 5

1

2

3

2
0
0
0

600

25x3mm TINNED COPPER BAR ALONG FRONT TOP
OF SECTIONS. WITH LINK BARS AT SECTION JOINS.
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EMPTY COMPARTMENT EMPTY COMPARTMENT

FRONT ELEVATION
END ELEVATION

SPLITSPLIT

CONTROLS COMPARTMENT

ACCESS PLATE
FOR EXTENDING
BUSBARS IN FUTURE

EMPTY COMPARTMENT

SPLIT

COVER PLATE

COMPARTMENT 15: SPARE EMPTY.
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14
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17
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COMPARTMENT 1: BOILERS 1 - 3 SUPPLY.

COMPARTMENT 2: BOILERS 4 - 6 SUPPLY.

COMPARTMENT 3: BOILERS 7 - 9 SUPPLY.

COMPARTMENT 4: BOILERS 10 - 12 SUPPLY.

COMPARTMENT 5: BOILERS 13 - 15 SUPPLY.

COMPARTMENT 6: LTHW PRIMARY PUMP P-LTHW-1.

COMPARTMENT 7: LTHW PRIMARY PUMP P-LTHW-2.

COMPARTMENT 8: LTHW SECONDARY PUMP CIRCUIT A P-LTHW-3.

COMPARTMENT 9: LTHW SECONDARY PUMP CIRCUIT A P-LTHW-4.

COMPARTMENT 10: LTHW SECONDARY PUMP CIRCUIT B P-LTHW-5.

COMPARTMENT 11: LTHW SECONDARY PUMP CIRCUIT B P-LTHW-6.

COMPARTMENT 12: LTHW SECONDARY PUMP CIRCUIT C P-LTHW-7.

COMPARTMENT 13: LTHW SECONDARY PUMP CIRCUIT C P-LTHW-8

COMPARTMENT 14: SPARE EMPTY.

COMPARTMENT 16: LTHW SECONDARY PUMP CIRCUIT D P-LTHW-9.

COMPARTMENT 17: LTHW SECONDARY PUMP CIRCUIT D P-LTHW-10.

COMPARTMENT 21: SPARE EMPTY.

6 7 8

9 10 11

NOTES.
1. MANUFACTURED TO BS EN 60439-1 PART 1 FORM 4 TYPE 2
2. PROTECTION IP54
3. FIXING TO BE FLOOR MOUNTING, NO PLINTH REQUIRED.
4. ALL CABLES TO BE TOP ENTRY
5. ALL DIMENSIONS IN MM
6. FINISH : EXTERNAL: BEIGE TO RAL 7032
                   INTERNAL + BACKPLATES : WHITE
7. PANEL TO BE FITTED WITH 2 LIFTING EYEBOLTS PER SECTION.
8. BUS BAR CHAMBER TO BE FRONT ACCESSIBLE. BEHIND CABLEWAY.
9. PANEL TOP TO BE FITTED WITH GLAND AND COVER PLATES.
10. 
11. LOWER 200mm COMPARTMENTS TO HAVE NOTHING FITTED INSIDE.
12. ALL DOORS TO HAVE KEY LOCKS WITH IDENTICAL KEYS.
13. PANEL TO BE SPLIT AS SHOWN
14. BUSBARS RATED FOR 250A AT 35KA.
15. NO BACKPLATE MOUNTED EQUIPMENT ON BOTTOM 200mm
      OF BACKPLATE
16. ALL BUSBARS TO BE ELECTRO TINNED.

800 800

3400
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COMPARTMENT 18: SPARE EMPTY

COMPARTMENT 19: LTHW PRESSURISATION UNIT PRU-3

COMPARTMENT 20: SPARE EMPTY

1

2
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