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0
oo CONTACT 1. MINIMUM POWER WIRING 2.5mm EQUIPMENT NOTES
ENCLOSURE
— HANDOOFZAUTocoNTROL 2. MINIMUM CONTROL WIRING 1.0mm EQUIPMENT TO BE OF THE
— - WIRING BY OTHERS SWITCH FOLLOWING MANUFACTURE:-
TYPICAL
( ) 3. EXTRA LOW VOLTAGE WIRING 0.75mm 1. CONTACTOR, O/L - SCHNEIDER
1 CONTROL WIRING WITHIN
ENCLOSURE INDICATOR - 4. POWER CABLES TO BE FITTED WITH CORD END
O TRANSFORMER FERRULES, OR LUGS, DEPENDING ON SIZE, AND 2.ISOLATORS - TELEMECANIQUE
OPERATED, OR TYPE OF CONNECTION
CONTROL WIRING EXTERNAL ,
(- ‘ TO ENCLOSURE DIRECT CONNECTED 3. FUSE SWITCHES - N/A
5. CONTROL CABLES TO BE FITTED WITH CRIMPS
> LED INDICATOR - OF PIN, OR FORK, CONFIGURATION TO SUIT 4. MCB'S, MCCB'S - MERLIN GERIN
5 SCREENED CABLE WITHIN @ TRANSFORMER CONNEGTION.
ENCLOSURE (SCREEN TO glizEE’?:ATTg?)N%’ECTED 5. PANEL TERMINALS - WEIDMUELLER
g,E\fYF)‘OUND AT ONE END 6. ALL CABLES TO 16mm TO BE COLOUR CODED
O INDICATOR - AS FOLLOWS :- 400VAC - BROWN/BLACK/GREY 6. PILOT LIGHTS - TRANILAMP
[ NEON 230 VAC NEUTRAL - BLUE
?gﬁ@gjsﬁggm EXTERNAL 7. SELECTOR SWITCHES - TELEMECANIQUE
(SCREEN TO OPERATING COIL EXTRA LOW VOLTAGE D.C. - VIOLET
BE GROUND AT ONE END ;‘28 EQUIPMENT TAGGED DC COMMON WHITE
3 ONLY, AND TO BE INSTALLED 110 VAC - BROWN 8. CONTROL RELAYS - TELEMECANIQUE
WITH DRG. PAGE
IN SEPARATE CONDUIT/TRUNKING)
& COLUMN PERMANENT 230VAC - RED 9. TIME DELAY RELAYS - N/A
Z FUSE R-RELAY, C-CONTACTOR
[ FITTING C-CONTACTOR )
TDTIME DELAY 10. FUSE CARRIERS N/A
TS-TIMESWITCH
4 | 7. ALL CABLES ABOVE 16mm TO BE BLACK WITH 11. PUSH BUTTONS SCHNEIDER
\ g NC TYPE AND LOGATION OF ENDS HEAT SHRINK PHASE COLOUR CODED
mcB 736 AUXILIARY CONTACTS
8. ALL CONTROL CABLES TO BE IDENTIFIED AT
] 2 TAG No. IDENTIFICATION EACH END. THE NUMBER IS SHOWN ON THE
234 SCHEMATIC DIAGRAM:-
THERMAL OVERLOAD IF A CABLE IS CONNECTED TO A PANEL TERM
5 DRG SHEET DRG COLUMN THE CABLE No. IS AS THE TERMINAL No.
NUMBER LOCATION
9. FINAL CABLE No.
/R BMS POINT IDENTIFIGATION 10. FINAL POWER TERMINAL No.
~  N.O.CONTACT OUTSTATION 11. FINAL ELVDG/24VAC TERML No.
6 R IDENTIFICATION
I~ N.C. CONTACT POINT uc1ep%/7
TYPE ——LOCATION IN
1 OUTSTATION
° TIME DELAY
% CONTACT TERMINAL
7 ° (TYPICAL) REFERENCES
1 %) MCC DISCONNECT BLOCKS
8
REV. DESCRIPTION DATE PROJECT TITLE
9 Ash down A FOR APPROVAL 30/10/09 MCCH1 FOUR SEASONS HOTEL
B VARIOUS MODIFICATIONS 16/12/09
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0 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 ‘ 19
° ° L1
L2
0 L3
N
MCB 1 MCB 2
2AC 10AC
N1
1 N2
287 N1
2
%
&
3
| PANEL LIVE SUPPLY TO
CONTROLS
SECTION
}2 B ﬁ B 79 M DOOR INTERLOCKED SHEET 25
4 o 75 75 250A 3 POLE MAIN ISOLATOR
WITH NEUTRAL LINK
PART No. GS1-NB30R + OESAZX164
FITTED WITH SOLID LINKS
— B3 SIZE PART No.SLB3315
5
6
7 11 L2 138 N
| 400V 50HZ.4 WIRE FEED
MAIN INCOMING SUPPLY 4 CORE
SIZE 4C ?? mm sq.
8
POWERED FROM DIST.BOARD ??
CABLE REF ??
PROTECTED BY ???
[ — - —— - -~ WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 Mcct RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 102
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0 ‘ 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
L1 ° L1
0 L2 L2
L3 L3
N ° N
32A FUSESWITCH F1
FITTED WITH 20A fo fp SOLID LINK N2 FUsE
1 A1 FUSES o %0 9 INPOSITIONS IN RS20H
WITH NEUTRAL LINK CARRIER
& AUX. CONTACTS
TYPE GS1-DDB30 | CEm—
— O
2
| | |
B a VY
3
[} (o]
L ] o
1NN N Lol
4 MCB1/1 MCB1/2 MCB1/3 o1
10A TYPE C 10A TYPE C 10A TYPE C
4mm 4mm 4mm
TERMINALS | = 3 TERMINALS | = R TERMINALS | = 2
5 ‘17|18‘19|110‘
LOCAL
— ISOLATOR > > || ___
WITH AUX. O O L;SL(JDJ(-
6 LOCAL
ISOLATOR M 7777777777777777777777777777777777777777777777777777
WITH AUX. O @) f& | REMOTE
STOP
LOCAL
] ISOLATOR M ,,,,,,,,,,,,,,,,, oL -
WITH AUX.
Q Q AUX
7
[ 1 3 CONTROLS INTERFACE 1 3 CONTROLS INTERFACE 1 3 CONTROLS INTERFACE
ON SHEET 30 ON SHEET 30 ON SHEET 30
TITLE BOILERS B01 TO B03
8 BOILER BO1 BOILER B02 BOILER B03 KW 3 x0.37kW ‘ PHASE ‘ 1
ALL BOILERS TYPE WM220/660he AFLC 27A TOTAL ‘ ‘
[ — - —— - -~ WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 Mcct RELAY LEGEND NC| NO
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0 ‘ 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
L1 ° L1
0 L2 L2
L3 L3
N ° N
32A FUSESWITCH F2
FITTED WITH 20A fo fp SOLID LINK NIT2 FUSE
1 A1 FUSES o %0 9 INPOSITIONS IN RS20H
WITH NEUTRAL LINK CARRIER
& AUX. CONTACTS
TYPE GS1-DDB30 | CEm—
— O
2
| | |
B e VY
3
[} (o]
L ] o
4 MCB2/1 MCB2/2 MCB2/3 c2
10A TYPE C 10A TYPE C 10A TYPE C
4mm 4mm 4mm
TERMINALS | & S TERMINALS | & S TERMINALS | & a
5 ‘27|28‘29|210‘
LOCAL
— ISOLATOR > > || ___
WITH AUX. O O L;SL(JDJ(-
6 LOCAL
ISOLATOR M 7777777777777777777777777777777777777777777777777777
WITH AUX. O @) f& | REMOTE
STOP
LOCAL
1 ISOLATOR M ,,,,,,,,,,,,,,,,, Bo
WITH AUX.
Q Q AUX
7
[ P L3 CONTROLS INTERFAGE 1 L3 CONTROLS INTERFACE P L3 CONTROLS INTERFAGE
ON SHEET 31 ON SHEET 31 ON SHEET 31
TITLE BOILERS B04 TO B06
8 BOILER B04 BOILER B05 BOILER B06 KW 3 x0.37kW ‘ PHASE ‘ 1
ALL BOILERS TYPE WM220/660he AFLC 27A TOTAL ‘ ‘
[ — - —— - -~ WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 Mcct RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 102
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0 ‘ 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
L1 ® L1
0 L2 L2
L3 L3
N ° N
32A FUSESWITCH F3
FITTED WITH 20A fo fp SOLID LINK NIT2 FUSE
9 A1 FUSES o Yo 9 INPOSITIONS IN RS20H
WITH NEUTRAL LINK CARRIER
& AUX. CONTACTS
TYPE GS1-DDB30 | CEm—
— O
2
| | |
i o 7Y
3
[} (o]
L ] o
4 MCB3/1 MCB3/2 MCB3/3 c3
10A TYPE C 10A TYPE C 10A TYPE C
4mm 4mm 4mm
TERMINALS | & & TERMINALS | & A TERMINALS | & -
5 ‘37|38‘39|310‘
LOCAL
] ISOLATOR > > |
WITH AUX. O O L;SL(JDJ(-
LOCAL
6 ISOLATOR M 7777777777777777777777777777777777777777777777777777
WITH AUX. O @) f& | REMOTE
STOP
LOCAL
1 ISOLATOR M ,,,,,,,,,,,,,,,,, Bo
WITH AUX.
Q Q AUX
7
[ P L3 CONTROLS INTERFAGE 1 L3 CONTROLS INTERFACE P L3 CONTROLS INTERFAGE
ON SHEET 32 ON SHEET 32 ON SHEET 32
TITLE BOILERS B07 TO B09
8 BOILER B07 BOILER B08 BOILER B09 KW 3 x0.37kW ‘ PHASE ‘ 1
ALL BOILERS TYPE WM220/660he AFLC 27A TOTAL ‘ ‘
[ — - —— - -~ WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 Mcct RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 102
R1.11 -
anevolv company DRAWING NO. 1839 FOUR SEASONS MCC1-Sheets.006
1ST FIG.= ORIGINAL REFERENCE ~ 1ST FIG = PAGE NO.
FILENO. 1839 FOUR SEASONS MCC1-Sheets.006 COMPARTMENT 3 SHEET TOTAL PAGES REV. 2ND FIG.= PAGE NO. 2ND FIG.= COLUMN NO.
DATE OCT 09 I CHECKED By 6 62 B 3RD FIG.= COLUMN NO.
1 2 | 3 4 5 6 7 | 8 | 9 | 10 11 12 13 14 15 16 17 18 19




0 ‘ 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
L1 ° L1
0 L2 L2
L3 L3
N ° N
32A FUSESWITCH Fa4
FITTED WITH 20A fo fp SOLID LINK N2 FUsE
1 A1 FUSES o %0 9 INPOSITIONS IN RS20H
WITH NEUTRAL LINK CARRIER
& AUX. CONTACTS
TYPE GS1-DDB30 | CEm—
— O
2
| | |
B o VY
3
[} (o]
L ] o
4 MCB4/1 MCB4/2 MCB4/3 ca
10A TYPE C 10A TYPE C 10A TYPE C
4mm 4mm 4mm ]
TERMINALS | 5 3 TERMINALS | 3 TERMINALS | < s
5 ‘47|48‘49|410‘
LOCAL
— ISOLATOR > > || ___
WITH AUX. O O L;SL(JDJ(-
LOCAL
6 ISOLATOR M 7777777777777777777777777777777777777777777777777777
WITH AUX. O @) f& | REMOTE
STOP
LOCAL
1 ISOLATOR M ,,,,,,,,,,,,,,,,, oL -
WITH AUX.
Q Q AUX
7
[ P L3 CONTROLS INTERFACE 1 3 CONTROLS INTERFACE 1 3 CONTROLS INTERFACE
ON SHEET 33 ON SHEET 33 ON SHEET 33
TITLE BOILERS B010 TO B012
8 BOILER B010 BOILER B011 BOILER B012 KW 3 x0.37kW ‘ PHASE ‘ 1
ALL BOILERS TYPE WM220/660he AFLC 27A TOTAL ‘ ‘
[ — - —— - -~ WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 Mcct RELAY LEGEND NC| NO
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0 ‘ 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
L1 ° L1
0 L2 L2
L3 L3
N ° N
32A FUSESWITCH F5
FITTED WITH 20A fO fo SOLID LINK Rora FUSE
1 A1 FUSES o %o IN POSITION 3 IN RS20H
WITH NEUTRAL LINK CARRIER
& AUX. CONTACTS
TYPE GS1-DDB30 | CEm—
— O
2
| | |
B e 5
3
[} (o]
L ] o
4 MCBS/1 MCB5/2 cs
10A TYPE C 10A TYPE C
4mm — ~ 4mm - . ]
TERMINALS | © o TERMINALS | & )
5 ‘55|56‘57|58‘
LOCAL
— ISOLATOR e o B e
WITH AUX.
Q Q AUX
LOCAL
6 ISOLATOR M 7777777777777777777777777777777777777777777777777777
WITH AUX. O @) ISOL REMOTE
AUX SsTOP
7
[ P L3 CONTROLS INTERFAGE 1 L3 CONTROLS INTERFACE
ON SHEET 34 ON SHEET 34
TITLE BOILERS B014 AND TO B014
8 BOILER B013 BOILER B014 KW 2x 0.37kW \ PHASE \ 1
ALL BOILERS TYPE WM220/660he AFLC 1.8A TOTAL ‘ ‘
[ — - —— - -~ WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 Mcct RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 102
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0 ‘ 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
L1 ° L1
0 L2 ° L2
L3 ° L3
N ° N
SELECTOR S
32A FUSESWITCH F6 SWITGH o LTHWA ISOL. AUX: - 24V
FITTED WITH 25A fo fo NIT2 FUSE cem RUNNING | &
1 A1 FUSES IN RS20H HAND AUTO |
WITHNEUTRALLNK ¢ @ @ CARRIER Q TO SHEET 10 Lt6 - LT Avp TEST
& AUX. CONTACTS OFF S
TYPE GS1-DDB30 4 L
— P-LTHW-2
° RUNNING RE/3 R6/2
° ® FROM SHEET 10 P-LTHW-1 P-LTHW-1
® — SAFETY INTERLOCKS ENABLE
2 ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ) FROM SHEET 35 FROM SHEET 35
CGMXWX”\ CGDX” ”\ Cesﬁ”ﬁﬂ\
] * * olL6
/L R6/1 c6D
| ! OLe I 17 17 o
1 ces\ CeM
3 6 KT6 KT6
olL6 2
LRD21 < |
] RANGE D 1 A 7
12-18A ce c1s 4 ’
22 N4 N/
4 ‘ c6M ‘ ‘ KTe ‘ c6s ‘ - V- re/t | RD GN
l l l LT6 LT6
L ' r . S OVt
TRIP RUN
S/D TIMER
4.0mm [ SET AT 3 SEC
TERMINALS | 5| | & | @ RN RE7YR12BU TYPE
5 ‘ 6/7 | 6/8 | 6/9 | 6/10 ‘
R6/3 R6/1 R6/2
|| 9.10 9.15 9.10
LOCAL
ISOLATOR SR S D S S S \
6 WITH AUX. o ‘o0 ‘o o ‘o ‘o ISOL
AUX
— REMOTE
STOP
7
Ut vl Wi V2 w2 U2
TITLE LTHW PRIMARY WATER PUMP No.1 P-LTHW-1
8 KW 1 | puase | 3
AFLC 14.4 ‘ ‘
[ — - —— - -~ WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 Mcct RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 102
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0 ‘ 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
L1 ° L1
0 L2 ° L2
L3 ° L3
N ° N
SELECTOR S
32A FUSESWITCH F7 SWITGH b LTHW 2 ISOL. AUX: = 24V
FITTED WITH 16A fo fo NIT2 FUSE cM RUNNING | &
1 A1 FUSES IN RS20H HAND AUTO |
WITHNEUTRALLNK ¢ @ @ CARRIER Q TO SHEET 9 L7 - LT Avp TEST
& AUX. CONTACTS OFF S
TYPE GS1-DDB30 4 L
— P-LTHW-1
° RUNNING RT3 R7/2
g *® FROM SHEET 9 P-LTHW-2 P-LTHW-2
® — SAFETY INTERLOCKS ENABLE
2 ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ) FROM SHEET 35 FROM SHEET 35
C7M\77X77\ C7D\77 ”\ C7SX”X”\
[ * * oL7
/L7 R7/1 C7D
| ! 0 I 17 17 o
I c7s\ CmM
3 KT7 KT7
oLz 26
LRD21 < |
[ RANGE 7D 7 7, 7,
12-18A c crs A A
22 N4 N/
4 ‘ c7M ‘ ‘ KT7 ‘ c7s ‘ - V- r71 | RD GN
l l l LT7 LT7
L ' r . S OVt
TRIP RUN
S/D TIMER
4.0mm - [ SET AT 3 SEC
TERMINALS | =| | = | 2 SIEEEES RE7YR12BU TYPE
5 ‘ 7/7 | 7/8 | 7/9 | 7/10 ‘
R7/3 R7/1 R7/2
|| 10.10 10.15 10.10
LOCAL
ISOLATOR SR S D S S S \
6 WITH AUX. o ‘o0 ‘o o ‘o ‘o ISOL
AUX
— REMOTE
STOP
7
Ut vl Wi V2 w2 U2
TITLE LTHW PRIMARY WATER PUMP No.2 P-LTHW-2
8 KW 1 | puase | 3
AFLC 14.4 ‘ ‘
[ — - —— - -~ WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 Mcct RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 102
R1.11 -
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0 ‘ 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
L1 ° L1
0 L2 ° L2
L3 ° L3
N ° N
32A FUSESWITCH ISOL. AUX™ — — —
FITTED WITH 16A fo fo fo R FusE . A Q2!
1 C\)lTFHU EELSJTRAL LINK O O © IN RS20 ppvilabig SELECTOR LT8 | LT
SAFETY CIRCUIT
& AUX. CONTACTS CARRIER FROM SHEET 36 SWITCH = LavpTEST
TYPE GS1-DDB30 S e N I
L HAND AUTO
Re/4
OFF P-LTHW-3
1113 ENABLE
P-LTHW-4
2 RUNNING Re/a FROM SHEET 36
‘ ‘ ‘ FROM SHEET 12
o 55 . o
— R8/1
_NO|NC
11.15 11.17 R8/1 RE/2 P-LTHW-3
1118 R8/t FAULT
3 c8 TO SHEET 36
[ S
R8/2
L R8/3 p p
R8/3 s [ (D ¢ o ¢ PLTHW.S
R8/3 RUNNING
4 c8 ES/E ES/Z F{S/E RD GN TO SHEET 12
LT8 LTs
- S— oVt
—‘ FAULT RUN
4.0mm — ‘
TERMINALS | S| | o | @
5 ‘ 8/4 | 8/5 | 8/6 ‘ 8/7 ‘ ‘ 8/8 ‘ 8/9 | 8/10 |8ﬁ ‘ ‘ 8/12 | 8/13 ‘ 514| 5/15 ‘
LOGCAL
ISOLATOR M ,,,,,,,,,,,,,,,,, SPEED SIGNAL
6 WITH AUX. o ‘o ‘o ISOL FROM BMS SHEET 56
AUX REMOTE
STOP
1 L2 L3 12 18 27 4 5 1 2 32 33 53 54
INVERTER ENABLE FAULT RUNNING KEYPAD REMOTE SPEED
7 U v w DANFOSS TYPE FC102P7K5T4
TITLE | LTHW SECONDARY PUMP CIRGUIT A No.1 P-LTHW-3
8 u vV ow
KW 75 \ PHASE \ 3
AFLC TBA ‘ ‘
[ — - - — - - - WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 Mcct RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 102
R1.11 k
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0 ‘ 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
L1 ° L1
0 L2 ° L2
L3 ° L3
N ° N
32A FUSESWITCH ISOL. AUX= = = =
FITTED WITH 16A R FUSE P-LTHW-4 _ - 241
| A1 FUSES O IN Rezon SAFETY CIRCUIT |
WITH NEUTRAL LINK o O 0 FROM SHEET 36 SELECTOR LT9 ! LT
& AUX. CONTACTS CARRIER SWITCH = LavpTEST
TYPE GS1-DDB30 S et N I
|| R9/4 HAND AUTO
1213 —— OFF P-LTHW-4
P-LTHW-3 ENABLE
2 RUNNING FROM SHEET 36
\ \ \ FROM SHEET 11 R9/4
o V) -
— R9/1
_NO|NC
12.15 RO/ P-LTHW-4
1218 R9/2 R9/1 FAULT
3 Cc9 TO SHEET 36
[ S
RY/2
R9/3
— 12.17
Ro/3 12.8 | 1211 Za % i
- -4
@Z @Z RY/3 RUNNING
4 co Eg/j Eg/z R@ RD GN TO SHEET 11
LTo LTo
- S— oVt
—‘ FAULT RUN
4.0mm — ‘
TERMINALS | 5| | &| | &
5 ‘ 9/4 | 9/5 | 9/6 ‘ 97 ‘ ‘ 9/8 ‘ 9/9 | 9/10 |9ﬁ ‘ ‘ 912 | 913 ‘ 914| 915 ‘
LOCAL
ISOLATOR M ,,,,,,,,,,,,,,,,, SPEED SIGNAL
6 WITH AUX. o ‘o ‘o ISOL FROM BMS SHEET 56
AUX REMOTE
STOP
1 L2 L3 12 18 27 4 5 1 2 32 33 53 54
INVERTER
7 vy w DANFOSS TYPE FCA02P7KETA ENABLE FAULT RUNNING KEYPAD REMOTE SPEED
8 TITLE | LTHW SECONDARY PUMP CIRCUIT A No.2 P-LTHW-4
u v w
Kw 75 \ PHASE \ 3
AFLC TBA ‘ ‘
[ — - - — - -- WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 mcct RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 102
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0 ‘ 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
L1 ° L1
0 L2 ° L2
L3 ° L3
N ° N
32A FUSESWITCH ISOL. AUX= = = =
F10 241
FTIEDWTHEA D O 4O NIT2 FUSE P-LTHW-5 . A
1 WITH NEUTRAL LINK O O © IN RS20 i) SELECTOR LTio ! LT
FROM SHEET 37
& AUX. CONTACTS CARRIER SWITCH = LavpTEST
TYPE GS1-DDB30 S O (e S N (DR
|| R10/4 HAND AUTO
13.13 PLTHW-6 OFF P-LTHW-5
RUNNING ENABLE
2 | | | FROM SHEET 14 R10/4 FROM SHEET 37
o 15 o
. R10A
_NO|NC
13.18 R10/1 P-LTHW-5
13.15 Rio2 R10/1 FAULT
s - c10 TO SHEET 37
R10/2
R10/3
— 13.17
R10.3 & 4 P-LTHW.5
N4 A4 R10.3 RUNNING
4 c10 Eom EO/Z R10/3 RD GN TO SHEET 14
LT10 LT10
- S— oVt
FAULT RUN
4.0mm - o <) ‘
TERMINALS | ©| | o| | ©
5 T ‘ 104| 0/5 | 106‘ 107‘ ‘ 108‘ 109|1010|10ﬁ‘ ‘1012|1013‘1014|1015‘
LOCAL
ISOLATOR M ,,,,,,,,,,,,,,,,, SPEED SIGNAL
6 WITH AUX. o ‘o ‘o ISOL FROM BMS SHEET 58
AUX REMOTE
STOP
1 L2 L3 12 18 27 4 5 1 2 32 33 53 54
INVERTER ENABLE FAULT RUNNING KEYPAD REMOTE SPEED
7 U v w DANFOSS TYPE FC102P1K5T4
o T TITLE | LTHW SECONDARY PUMP CIRCUIT B No.1 P-LTHW-5
KW 15 \ PHASE \ 3
AFLC TBA ‘ ‘
[ — - —— - -~ WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 Mcct RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 102
R1.11 -
anevolv company DRAWING NO. 1839 FOUR SEASONS MCC1-Sheets.013
1ST FIG.= ORIGINAL REFERENGE ~ 1ST FIG = PAGE NO.
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0 ‘ 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
L1 ° L1
0 L2 ° L2
L3 ° L3
N ° N
32A FUSESWITCH ISOL. AUX= = = =
Fi1 241
FITTED WITH 6A fo fo NIT2 FUSE P-LTHW-6 * /T/ Sa
1 C\)lTFHU EELSJTRAL LINK O O © IN RS20 i) SELECTOR T LT
FROM SHEET 37
& AUX. CONTACTS CARRIER SWITCH —— " LavpTEST
TYPE GS1-DDB30 S O (e S N (DR
L R11/4 HAND AUTO
14.13 PLTHW-S OFF P-LTHW-6
RUNNING ENABLE
2 | | | FROM SHEET 13 R11/4 FROM SHEET 37
on NN o—
. R11A
_NO|NC
14.15 R11/1 P-LTHW-6
1448 Ri1/2 R4 FAULT
3 o1 TO SHEET 37
*—
R11/2 R11/3
] 1417 148 | 14.11 o 24
R11/3 N v P-LTHW-6
R11/3 RUNNING
4 ct1 Ewa R1E RD GN TO SHEET 13
LT11 LT11
- S— oVt
FAULT RUN
4.0mm - o <) ‘
TERMINALS | = | | = | | =
5 T ‘114|115|116‘17‘ ‘ 18‘19|110|1ﬂ‘ ‘1112|1113‘1114|1115‘
LOCAL
ISOLATOR M ,,,,,,,,,,,,,,,,, SPEED SIGNAL
6 WITH AUX. o ‘o ‘o ISOL FROM BMS SHEET 58
AUX REMOTE
STOP
1 L2 L3 12 18 27 4 5 1 2 32 33 53 54
INVERTER ENABLE FAULT RUNNING KEYPAD REMOTE SPEED
7 U v w DANFOSS TYPE FC102P1K5T4
o TITLE | LTHW SECONDARY PUMP CIRCUIT B No.2 P-LTHW-6
u v w
KW 15 \ PHASE \ 3
AFLC TBA ‘ ‘
[ — - —— - -~ WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 Mcct RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 102
R1.11 -
anevolv company DRAWING NO. 1839 FOUR SEASONS MCC1-Sheets.014
1ST FIG.= ORIGINAL REFERENGE ~ 1ST FIG = PAGE NO.
FILENO. 1839 FOUR SEASONS MCC1-Sheets.014 SHEET TOTAL PAGES REV. 2ND FIG.= PAGE NO. 2ND FIG.= COLUMN NO.
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0 ‘ 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
L1 ° L1
0 L2 ° L2
L3 ° L3
N ° N
63A FUSESWITCH ISOL. AUX= = = =
Fi2 241
iggﬁg EVéITH 40A fo fo fo NIT2 FUSE P-LTHW-7 * /\f/ S
1 WITH NEUTRAL LINK O O O IN RS20 Eai AT SELECTOR T2 ! LT
FROM SHEET 38
& AUX. CONTACTS CARRIER SWITCH = LavpTEST
TYPE GS1-GB30 S O (e S N (DR
|| R12/4 HAND AUTO
15.13 y - OFF P-LTHW-7
RUNNING FROM SHEET 38
2 | | | FROM SHEET 16 R12/4
o Y o—
. R12/1
_NO|NC
15.15 R12/1 P-LTHW-7
15.18 Ri2/2 R12/4 FAULT
3 o1z TO SHEET 38
[
R12/2 R12/3
[ ] 15.17 158 | 15.11 7 7
R123 N s v ’ P-LTHW-7
R12/3 RUNNING
4 c12 Ezm Ez/z R1@ RD GN TO SHEET 16
LT12 LT12
- S— oVt
FAULT RUN
4.0mm - o <) ‘
TERMINALS | @| [ | | &
5 T ‘ 124| 2/5 | 126‘ 127‘ ‘ 128‘ 129|1210|12ﬁ‘ ‘1212|1213‘1214|1215‘
LOCAL
ISOLATOR M ,,,,,,,,,,,,,,,,, SPEED SIGNAL
6 WITH AUX. o ‘o ‘o ISOL FROM BMS SHEET 61
AUX REMOTE
STOP
1 L2 L3 12 18 27 4 5 1 2 32 33 53 54
INVERTER ENABLE FAULT RUNNING KEYPAD REMOTE SPEED
7 U v ow DANFOSS TYPE FC102P18K5T4
o TITLE | LTHW SECONDARY PUMP CIRCUIT C No.1 P-LTHW-7
u v w
KW 185 \ PHASE \ 3
AFLC TBA ‘ ‘
[ — - —— - -~ WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 Mcct RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 102
R1.11 -
anevolv company DRAWING NO. 1839 FOUR SEASONS MCC1-Sheets.015
1ST FIG.= ORIGINAL REFERENCE  1ST FIG = PAGE NO.
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0 ‘ 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 17 18 19
L1 ° L1
0 L2 ° L2
L3 ° L3
N ° N
63A FUSESWITCH ISOL. AUX= = = =
Fi3 241
FTEQWTHAOA 0 O 4O NIT2 FUSE PLTHW-8 . A
1 WITH NEUTRAL LINK O O O IN RS20 Eai AT SELECTOR LT3 ! LT
FROM SHEET 38
& AUX. CONTACTS CARRIER SWITCH = LavpTEST
TYPE GS1-GB30 S O (e S N (DR
|| Rig4 HAND AUTO
1635 oL OFF ENABLE
RUNNING FROM SHEET 38
2 | | | FROM SHEET 15 R13/4
i 1) o
. R13/1
_NO|NC
16.15 R13/1 P-LTHW-8
16.18 Ris/2 R13/1 FAULT
3 13 TO SHEET 38
*—
R13/2 R13/3
[ ] 16.17 16.8 | 16.11 7 7
R13/3 N s v ’ P-LTHW-8
R13/3 RUNNING
4 c13 Esm Es/z R13/3 RD GN TO SHEET 15
LT13 LT13
- S— oVt
FAULT RUN
4.0mm - o <) ‘
TERMINALS | | | @ | | ®
5 T ‘ 134| 3/5 | 136‘ 137‘ ‘ 138‘ 139|1310|13ﬁ‘ ‘1312|1313‘1314|1315‘
LOCAL
ISOLATOR M ,,,,,,,,,,,,,,,,, SPEED SIGNAL
6 WITH AUX. o ‘o ‘o ISOL FROM BMS SHEET 61
AUX REMOTE
STOP
1 L2 L3 12 18 27 4 5 1 2 32 33 53 54
INVERTER ENABLE FAULT RUNNING KEYPAD REMOTE SPEED
7 U v ow DANFOSS TYPE FC102P18K5T4
o TITLE | LTHW SECONDARY PUMP CIRCUIT C No.2 P-LTHW-8
u v w
Kw 18.5 \ PHASE \ 3
AFLC TBA ‘ ‘
[ — - —— - -~ WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 Mcct RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 102
R1.11 -
anevolv company DRAWING NO. 1839 FOUR SEASONS MCC1-Sheets.016
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0 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
L1 L
0 L2 L2
L3 L3
N N
1
2
3
SPARE COMPARTMENT 200mm HIGH
4
5
6
7
8
[ — - WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 Mcct v RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 102
R1.11 -
anevolve company DRAWING NO. 1839 FOUR SEASONS MCC1-Sheets.017
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0 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
L1 L
0 L2 L2
L3 L3
N N
1
2
3
SPARE COMPARTMENT 200mm HIGH
4
5
6
7
8
[ — - WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 Mcct v RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 102
R1.11 -
anevolv company DRAWING NO. 1839 FOUR SEASONS MCC1-Sheets.018
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0 ‘ 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
L1 ° L1
0 L2 ° L2
L3 ° L3
N ° N
32A FUSESWITCH ISOL. AUX™ — — —
F16 24V1
FTIEQWTHZEA 0 O NIT2 FUSE P-LTHW-9 . A
1 WITHNEUTRALLINK O O O IN RS20 i SELECTOR LT ! LT
FROM SHEET 39
& AUX. CONTACTS CARRIER SWITCH == LavpTEST
TYPE GS1-DDB30 S e o R I
L Ri64 HAND AUTO
19.13 PLTHWA0 OFF ENL;SLVEQ
RUNNING FROM SHEET 39
2 | | | FROM SHEET 20 R16/4
o 55 o
— R16/1
_NO|NC
19.15 R16/1 P-LTHW-9
19.18 Rie/2 R16/1 FAULT
3 16 TO SHEET 39
*—
R16/2 R16/3
] 19.17 198 | 19.11 A i
R16/3 7 ! 7 s P-LTHW-9
R16/3 RUNNING
4 c16 Eem Ee/z R16/3 RD GN TO SHEET 20
LT16 LT16
- S— oVt
FAULT RUN
4.0mm - o <) ‘
TERMINALS | ©| | ©| | ©
5 T ‘ 164| 6/5 | 166‘ 167‘ ‘ 168‘ 169|1610|16ﬁ‘ ‘1612|1613‘1614|1615‘
LOGCAL
ISOLATOR M ,,,,,,,,,,,,,,,,, SPEED SIGNAL
6 WITH AUX. o ‘o ‘o ISOL FROM BMS SHEET 50
AUX REMOTE
STOP
1 L2 L3 12 18 27 4 5 1 2 32 33 53 54
INVERTER ENABLE FAULT RUNNING KEYPAD REMOTE SPEED
7 U v w DANFOSS TYPE FC102P11KT4
8 TITLE | LTHW SECONDARY PUMP CIRGUIT D No.1 P-LTHW-9
u vV ow
KW 11 PHASE \ 3
AFLC TBA ‘ ‘
[ — - —— - -~ WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 Mcct RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 102
R1.11 k
anevolv company DRAWING NO. 1839 FOUR SEASONS MCC1-Sheets.019
1ST FIG.= ORIGINAL REFERENCE  1ST FIG = PAGE NO.
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0 ‘ 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
L1 ° L1
0 L2 ° L2
L3 ° L3
N ° N
ISOL. AUX™ — — —
32A FUSESWITCH F17 24V1
FITTED WITH 25A fo fo fo NIT2 FUSE g—LTHW—éO . * /f/ Q-
1 A1 FUSES IN RS20H AFETY CIRCUIT
WITHNEUTRALLNK ¢ @ @ CARRIER FROM SHEET 39 SELEGTOR Lmz - LT
& AUX. CONTACTS SWITCH O~ LAMP TEST
TYPE GS1-DDB30 | T e A
L Ri7/4 HAND AUTO
2013 OFF P-LTHW-10
P-LTHW-
RUNNINg E}’:\{‘é?/ll_gHEET 39
2 RN FROM SHEET 19 R17/4
ci7 X - 7& - 7\ S
— R17/1
_NO|NC
20.15 R17/1 P-LTHW-10
2018 Ri7i2 R17H FAULT
3 c1r TO SHEET 39
*—
R17/2 R17/3
I 2017 208 | 20.11 % %
R17/3
P-LTHW-10
@Z 62 R17/3 RUNNING
4 c17 Em Ewa R17/3 RD GN TO SHEET 19
LT17 LT17
L S— ov1
FAULT RUN
4.0mm - o 1) | ‘
TERMINALS | =| | =| | =
5 T ‘ 17/4 | 7/5 | 17/6 ‘ 17/7 ‘ ‘ 17/8 ‘ 17/9 |1710|17ﬁ‘ ‘1712|1713‘1714|1715‘
LOGCAL
ISOLATOR M ,,,,,,,,,,,,,,,,, SPEED SIGNAL
6 WITH AUX. o ‘o ‘o ISOL FROM BMS SHEET 50
AUX REMOTE
STOP
1 L2 L3 12 18 27 4 5 1 2 32 33 53 54
INVERTER ENABLE FAULT RUNNING KEYPAD REMOTE SPEED
7 U v W DANFOSS TYPE FG102P11KT4
TITLE | LTHW SECONDARY PUMP CIRGUIT D No.2 P-LTHW-10
8 u vV ow
KW 11 \ PHASE \ 3
AFLC TBA ‘ \
[ — -~ — — ~~~ WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 MCC1 RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 102
R1.11 k
anevolve company DRAWING NO. 1839 FOUR SEASONS MCC1-Sheets.020
1ST FIG.= ORIGINAL REFERENGE  1ST FIG = PAGE NO.
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0 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
L1 L1
0 L2 L2
L3 L3
N N
1
2
3
SPARE COMPARTMENT 200mm HIGH
4
5
6
7
8
[ — - WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 Mcct v RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 102
R1.11 -
anevolve company DRAWING NO. 1839 FOUR SEASONS MCC1-Sheets.021
1ST FIG.= ORIGINAL REFERENCE ~ 1ST FIG = PAGE NO.
FILE NO. 1839 FOUR SEASONS MCC1-Sheets.021 COMPARTMENT 18 SHEET TOTAL PAGES REV. 2ND FIG.= PAGE NO. 2ND FIG.= COLUMN NO.
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0 1 2 \ 3 4 5 6 7 \ 8 \ 9 10 11 12 13 14 15 16 17 18 19




0 ‘ 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
L1 ° L1
0 L2 L2
L3 L3
N ° N
[ SOLID LINK
32A FUSESWITCH N POSITION 3
FITTED WITH 6A F19
A1 FUSES foifoifp NIT2 FUSE
1 WITH NEUTRAL LINK 0% %o IN RS20H
CARRIER
TYPE GS1-DDB30
2
| | |
c19 X B ’ﬁ B ’\
3
4 cl9
4.0mm - o |
TERMINALS | © B
5 - - ‘193|94|195‘196‘
LOCAL
6 ISOLATOR M ,,,,,,,,,,,,, —_
WITH AUX. o ‘o ‘o
AUX REMOTE
STOP
L N CONTROLS INTERFACE
PRESSURISATION UNIT ON SHEET 29
7 TYPE GRUNDFOSS KP60/12M
8 TITLE PRU3 LTHW PRESSURISATION UNIT
KW 0.75 \ PHASE \ 3
AFLC 52 \ \
[ — - - — - - - WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE
9 Ash down A FOR APPROVAL 30/10/09 Mcct FOUR SEASONS HOTEL RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 102
R1.11 -
anevolve company DRAWING NO. 1839 FOUR SEASONS MCC1-Sheets.022
1ST FIG.= ORIGINAL REFERENCE ~ 1ST FIG = PAGE NO.
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0 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
L1 L
0 L2 L2
L3 L3
N N
1
2
3
SPARE COMPARTMENT 200mm HIGH
4
5
6
7
8
[ — - WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 Mcct v RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 102
R1.11 -
anevolve company DRAWING NO. 1839 FOUR SEASONS MCC1-Sheets.023
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0 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
L1 L1
0 L2 L2
L3 L3
N N
1
2
3
SPARE COMPARTMENT 200mm HIGH
4
5
6
7
8
[ — - WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 Mcct RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 A 102
anevolve company DRAWING NO. 1839 FOUR SEASONS MCC1-Sheets.024 ’
1ST FIG.= ORIGINAL REFERENCE ~ 1ST FIG = PAGE NO.
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0 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
MCB3 7,
CONTROLS Can 230/24VAC A CONTROL
SECTION TRANSFORMER <) CIRcUIT
0 BOX MOUNTED T 320VA AMCBH1 LIVE T
ISOLATOOR C10A WE AMCB2
\ TX1 | ceA
1 290 293 e 24v e oavi
230V AC O ‘ \ : SUPPLY TO
1 suppLy CONTROL CIRCUIT
‘ PAGE 29
FROM — — O N3 |
SHEET 3 . ovi
1
MCB4 N
— C2A 230/24VAC A AD
TRANSFORMER AMCB4
100VA Can SUPPLY FOR BMS
| X2 & BMS SIGNALS _m 294
2 290 . o B1
J/
, | i 24V3 14 LAMP TEST LAMP TEST
é ! SHEET 1°_18 LT Feep
L N3 48 H3DE-M2
| A ov3 T cB3 TIMER
%%24 | coa SET AT 1min.
| e oavs  EXTERNAL
3 1 230V (FIELD SUPPLY)
: TO SHEET 29
SUPPLY FOR GAS VALVES UPS ov2
|| N3 SHEET 26
24v4
T mcss 2.5A 24V DC 24V AC SUPPLY
POWER SUPPLY
| CoA UNIT ova FROM UPS
4 L 290 SHEET 26
: 24VDC
SUPPLY FOR
SENSORS
— N3
R25.8 R25.12 R25.14 R25.16 R25.18
MCB6
5 CBA 26.8 296 29.6 29.6 29.6 29.6
\ 432
291 43.6
] ]
OO OO
6
LAPTOP ONLY
[ 22y 2V [ Y =Y [ Y 2 3 EAEA [ Y 0¥ EAEA
7
[ MAIN GAS BOILER GAS LAUNDRY AHU LAUNDRY AHU AHU201 EF506
VALVE VALVE SUPPLY FAN EXTRACT FANS SUPPLY FAN EXTRACT FAN
FIRE ALARM FIRE ALARM RUNNING RUNNING RUNNING RUNNING
8 CONTACT CONTACT FROM MCC2 FROM MCC3 FROM MCC7 FROM MCC10
TO MAKE TO MAKE
ON HEALTHY ON HEALTHY
[ — - —— - -~ WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 Mcct RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 102
R1.11 -
anevolve company DRAWING NO. 1839 FOUR SEASONS MCC1-Sheets.025
1ST FIG.= ORIGINAL REFERENCE ~ 1ST FIG = PAGE NO.
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0 1 2 | 3 4 5 6 7 | 8 | 9 | 10 11 12 13 14 15 16 17 18 19




0 2 3 4 5 6 7 8 9 10 11 13 14 15 16 17 18 19
230V
N3 .
0 I
MCC1 GAS VALVE
[ HOLD UP
UPS
TYPE TBA
230/24VAC
1 AMCB4 TRANSFORMER
CoA 100VA
; X3
1 |
TO FIRE SIGNALS | !
SHEET 26 | \
S \
2
MAIN
L PLANT GAS
R26.7
ROOM VALVE R25.8
EMERGENCY FIRE
STOPS ALARM
3 LAUNDRY AHU201
AHU R25.12 SUPPLY R25.12
BOILER SUPPLY FAN
FUSIBLE FAN
—| LINKS R27.8
R26.7
MO G LAUNDRY EF506
29.6 AHU R25.14 EXTRACT R25.14
4 431 BOILER EXTRACT FAN
GAS R44.1 FAN
VALVE
ENABLE
BOILER
GAS L
5 VALVE
FIRE R25.10
ALARM
L 24va
ov4
6
[ 3V Y [YeY [aY =Y | L[ e ] | o [ 1o ] | s [ [ o] | 1 [ s ]
7
MCCH MCCH1 MCCAH
EMERGENCY STOP ~ EMERGENCY STOP ~ EMERGENCY STOP
— No.1 No.2 No.3
SONTAY SONTAY SONTAY
TYPE EP-SW11 TYPE EP-SW11 TYPE EP-SW11
8
BOILER GAS SUPPLY LAUNDRY GAS BAKERY GAS STAFF KITCHEN GAS
SHUT OFF VALVE SHUT OFF VALVE SHUT OFF VALVE SHUT OFF VALVE
L 230V TYPE TBA 230V TYPE TBA 230V TYPE TBA 230V TYPE TBA
— - -~ - - - WIRING BY OTHERS
REV. DESCRIPTION DATE PROJECT TITLE FOUR SEASONS HOTEL
9 Ash down A FOR APPROVAL 30/10/09 mcct RELAY LEGEND NC| NO
B VARIOUS MODIFICATIONS 16/12/09 102
R1.11 -
anevolve company DRAWING NO. 1839 FOUR SEASONS MCC1-Sheets.026
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0 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
230V
N3
0
1
2
3 R27.8
_NO| NC
296
435
R27.12 R27.14 R27.16 R27.19
_NO|NC_ _NO|NC _NO| NC NO | NC
29.6 29.6 9 29.6
4 43.1 43.1 431 431
24V4
ov4
6
‘39‘40|41‘42|43|44|45|46|47|48‘49|50‘ ‘51‘521 53‘54‘ 551561 ‘57158‘
7
BOILER BOILER BOILER BOILER BOILER BOILER ROOM
GROUP 1 GROUP 2 GROUP 3 GROUP 4 GROUP 5 GAS VALVE
— FUSIBLE LINK  FUSIBLE LINK  FUSIBLE LINK  FUSIBLE LINK FUSIBLE LINK EMS BOILER LAUNDRY BAKERY STAFF KITCHEN
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